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DATE: 

SUBJECT: 

FROM: 

H'H''-'H"'-'"'" D. Rivera, .._,_. __ .lYJl •• 

Patrick S. Paula, 

TRC 

Amel TRC 

Jeremy TRC 



Inspection Details 

waste 

Ballast Cabinet Outside Room 
ballasts affixed to a false back 
wipe sampling results did not 

email to 

contained 9 

Ballast Cabinet Outside of Room 212: ca11met corttaiJtled 9 non-PCB ballasts 
affixed to a false back paneL There are stains on the 
indicating a prior ballast rupture. 

of the ballast cabinet doors, 

Ballast Cabinet Outside of Room 220: The cabinet contained 9 
""'"'"'"'""''-' to a false back panel. There are stains on this paneL 

ballasts 

Ballast Cabinet Outside of Room 309: There were no ballasts present. Of the 9 ballasts 
only one was PCB-containing. The ballasts were affixed to a false back panel. 
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Haklar, James 

From: 
Sent: 
To: 
Subject: 

From: Haklar1 James 
Sent: Saturday, 
To: Napolitano 
Subject: 

James S. Haklar, Ph.D. 
Sr. PCB Disposal Specialist 
Division of 

906-6817 

Napolitano Philip 
Monday! 2014 8:15 AM 

James 
RE: PS 081K Notice Attached 

the 

Assistance 

1 



0 In addltlon, 

0 AFI 

0 B. 

0 C. Pricing data 

United St es Environmen al Pro ectlon Agency 
Was 'ngton, D.C. 20460 

Toxic Substances Co rol Act 
NOTICE OF INSPECTION 

REASON FOR INSPECT10 

Toxic Sutl6ti~M Co of Act 

tc {Check pptOprial bloc ~: 

0 D. PertOnnel d 

0 E. 

The n ure and nt of MpeC1lon of auch data apec:lflec:lln A throug E above folowt: 

Tide 

EPA 7740-3 Rev (8-91) 

{ 

Inspection File 



Attachment 2 



Haklar, James 

From: Napolitano Philip < 
Sent: 201410:33 AM 
To: 
Subject: 

Here is final update on the at K081: 

If you have any questions let me know 

Phil 

From: Napolitano Philip 
Sent: Tuesday/ 
To: "Haklar, 
Subject: RE: Remote 

Jim/John, 

was c!eanE!Cl 

K015 - We removed 7 leaking PCB ballasts and 2 NON PCB ballasts. Cabinet was cleaned and wipes were taken. Wipe 
results are below the detection limit thus below the action level of 10 ug/cm2 

• 

- We removed 12 leaking PCB ballasts. Cabinet was cleaned tested, 1 sample was at the detection limit, the 
others the limit, thus below the federal action of 10 ug/cm2 

• 

K081- Panel outside Room 309 contained 1 intact pcb ballast and 8 non pcb ballasts. Ballasts were removed, cabinet 
was cleaned and 3 wipe tests were taken. Wipe results are below the federal action level of 10 ug/cm2 

• I will follow up 
once I get the information regarding the remaining cabinets. 

If you have any questions let me know 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Thursday, March 20, 2014 11:51 AM 



'Haklar, James' tlli~!Llii!I!§!l~;ti;LJ;;tm:J; 'Gorman, John' t~!!JI!QJ:LJQ!:~~~~J 
Subject: Remote ballast panel update 

Good morning Jim arid John, 

We have remote ballast panels, 1<015 
same remediation process as the Tomorrow 3/28, DSF will inspect, and 
panels. We will wipes samples following see below 

Additionally, I am providing you information r.t:~a:.rrlin 

room 246. 

-1 room 

1<081 outside room 409 contained 9 non pcb ballasts with 
cabinet was cleaned 3 wipe tests were taken. All results are below 
follow up once I get information regarding the 

If you have any questions let me know 

Phil 
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of historic staining. 
federal action level of 10 

were removed, 
. I will 


